FPP Change Request Form

Change Form# & Title:
15TDA003 – Fish Lock 
Date Submitted: 

October 30, 2014
Project: 


TDA
Requester Name, Agency: 
TDA Fisheries Section
Final Action:



FPP Section:  TDA 4.3.2.1.b.  Adult Passage Facilities – Non-Routine Maintenance – Fishway Auxiliary Water Systems.
Justification for Change:   This has been tested with one of the valves. It provided several hundred cfs to the east fishway entrance. This procedure should be in place until we have 1400 cfs backup system installed and possibly in conjunction with the 1400 cfs system after it’s installed.
Proposed Change:  Add new paragraph b.4.
4.3.2.1.b. If both of the fishway auxiliary water turbines fail or malfunction, regardless of fish passage season, the adult fish passage facility will be operated as follows:
b.1. Raise the south entrance weirs to elevation 81’msl (closed position). 
b.2. Close west entrance.
b.3. Close entrance weir E1 and E2 and keep E3 at 6’ depth.
b.4. Open two available fish lock valves and associated four diffusers to provide most possible water to the east auxiliary water system.
Comments from others:
Record of Final Action:
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